Abstract: Transition towards a smart grid requires network modernization based on the deployment of information and communication technologies for managing network operation and coordinating distributed energy resources in distribution systems. The success of the most advanced smart grid functionalities depends on the availability and quality of communication systems. Amongst the most demanding functionalities, those related to fault isolation, location and system restoration (FLISR) to obtain a self-healing smart grid are critical and require low latency communication systems, particularly in case of application to weakly-meshed operated networks. Simulation tools capable of capturing the interaction between communication and electrical systems are of outmost utility to check proper functioning of FLISR under different utilization conditions, to assess the expected improvements of Quality of Service, and to define minimum requirements of the communication system. In this context, this paper investigates the use of public mobile telecommunication system 4G Long Term Evolution (LTE) for FLISR applications in both radially and weakly-meshed medium voltage (MV) distribution networks. This study makes use of a co-simulation software platform capable to consider power system dynamics. The results demonstrate that LTE can be used as communication medium for advanced fault location, extinction, and network reconfiguration in distribution networks. Furthermore, this paper shows that the reduction of performances with mobile background usage does not affect the system and does not cause delays higher than 100 ms, which is the maximum allowable for power system protections.
Introduction

Motivation
The development of future energy systems in accordance with the smart grid (SG) paradigm requires a radical change in the management of the electricity distribution network, which needs to become intelligent and adaptive. Smart distribution networks (SDN) have systems in place to control a combination of distributed energy resources (DERs). Distribution system operators (DSOs) have the possibility of managing electricity flows using a flexible network topology [1, 2] . The transition towards SDN involves software, automation, and controls to ensure that the power distribution network, not only remains within its operating limits (e.g., node voltages and branch currents within
•
wide area monitoring and control (WAMC); • optimization and control in distribution networks; • integration of distributed generation.
In these fields of application, co-simulation approach allows emphasizing several critical aspects related to the interaction between the electrical system and ICT for smart grid operation, in particular:
• impact of latencies on correct operation of the electrical system [19, 20] ; • use of artificial intelligence in the management of smart grid [21, 22] ; • effect of cyber attack on smart grid management algorithms [23] [24] [25] [26] .
Contributions of This Paper
The objective of this paper is to demonstrate that LTE may provide appropriate performance for supporting data communication required to perform fault location, extinction, and a subsequent network reconfiguration in smart power distribution networks. For this reason, the co-simulation tool adopted has been purposely developed to simulate the highly time-critical smart grid application of fault management and network reconfiguration and permits reproducing and evaluating the behavior of the public mobile telecommunication system 4G LTE as communication technology for smart grid applications. In particular, this study focuses on the impact of LTE performances on network operation during fault management and reconfiguration. The architecture for co-simulation proposed in this paper coordinates two software packages, i.e., OMNeT++ for the ICT system and DIgSILENT PowerFactory with a Python script for the power system. A MATLAB Graphical User Interface (GUI)
which allows the user to personalize the input data and to interact with the simulation as shown in Figure 1 was developed.
The co-simulator uses electromagnetic transient analysis capabilities of PowerFactory and the wide choice of libraries for communication systems analysis that are offered in the OMNeT++ open source environment. Specifically, in this paper, a system-level simulator for LTE and LTE-Advanced networks (SimuLTE) was used [27] .
The Python script coordinates both dynamic simulations and allows data exchange between software packages through dedicated interfaces. PowerFactory provides a Python API that allows accessing software functionalities, element parameters, simulation results, etc.
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The Python script coordinates both dynamic simulations and allows data exchange between software packages through dedicated interfaces. PowerFactory provides a Python API that allows accessing software functionalities, element parameters, simulation results, etc. The integration of OMNeT++ in the co-simulation framework was obtained with a TCP socket connection programmed in C++. The Python script is the Run Time Interface (RTI) of the cosimulation tool. For each time step Δt, the script calls PowerFactory for solving the differential algebraic equations that describe the electric network analyzed during the time interval, and contemporarily calls OMNeT++ that executes the simulation during the subsequent time step. The scheduler is the heart of the simulation in the OMNeT++ environment, as its purpose is to handle the event list and run the scheduled event for the next instance. A customized scheduler was purposely developed in RTI to properly coordinate the OMNeT++ simulation. In the proposed application, when a short circuit condition is detected in the electric network, a new event is scheduled in OMNeT++ simulating the communication among the distributed devices involved in FLISR.
Protection and Reconfiguration of Smart Distribution Networks
This section describes the smart distribution network reference scenario, the innovative protection schemes and the fault management approach co-simulated.
Smart Distribution Network Structure
In distribution systems, supervised control and data acquisition (SCADA) is typically positioned at feeder level, and the majority of secondary distribution substations are not extensively monitored or controlled. Each secondary substation is equipped with manual or automatic sectionalizer (AS) or load-break switches used in conjunction with source-side circuit breakers, such as reclosers or circuit breakers, positioned at the origin of MV distribution feeders or in critical points, to automatically isolate faulted sections of electrical distribution systems with support of SCADA systems. The power The integration of OMNeT++ in the co-simulation framework was obtained with a TCP socket connection programmed in C++. The Python script is the Run Time Interface (RTI) of the co-simulation tool. For each time step ∆t, the script calls PowerFactory for solving the differential algebraic equations that describe the electric network analyzed during the time interval, and contemporarily calls OMNeT++ that executes the simulation during the subsequent time step. The scheduler is the heart of the simulation in the OMNeT++ environment, as its purpose is to handle the event list and run the scheduled event for the next instance. A customized scheduler was purposely developed in RTI to properly coordinate the OMNeT++ simulation. In the proposed application, when a short circuit condition is detected in the electric network, a new event is scheduled in OMNeT++ simulating the communication among the distributed devices involved in FLISR.
Protection and Reconfiguration of Smart Distribution Networks
This section describes the smart distribution network reference scenario, the innovative protection schemes and the fault management approach co-simulated. 
Smart Distribution Network Structure
In distribution systems, supervised control and data acquisition (SCADA) is typically positioned at feeder level, and the majority of secondary distribution substations are not extensively monitored or controlled. Each secondary substation is equipped with manual or automatic sectionalizer (AS) or load-break switches used in conjunction with source-side circuit breakers, such as reclosers or circuit breakers, positioned at the origin of MV distribution feeders or in critical points, to automatically isolate faulted sections of electrical distribution systems with support of SCADA systems. The power to operate the control circuitry and the mechanism is obtained from the line through sensing-current transformers (Figure 2a) . No auxiliary power supply, external connections, or external equipment is required. The AS permits disconnecting a portion of the distribution system or a single MV user (typically passive) when the source-side circuit breaker opens to de-energize the circuit. In future distribution networks, secondary substations will be transformed into smart secondary substations (SSS) with a pervasive use of digital communication and intelligent electronic devices (IEDs) to enable local and/or remote sensing and control of substation equipment [28] (Figure 2b) . IEDs, microprocessor-based controllers of power system equipment such as circuit breakers, transformers, and distributed generation, can be used for protection purposes, power quality analysis, network monitoring, energy metering, and so on. Real-time control of each network component is required and the network is equipped with smart meters and communication devices as well as faster protection devices and controls for power flow monitoring, distributed generation management, and network automation [29] . Distribution system operators (DSO) are already developing a significant refurbishment activity of secondary substations with new solutions for technological improvement of MV and low voltage (LV) equipment, MV/LV transformers, protection system, remote control devices and auxiliary components [30, 31] , in order to create SSS. SSS is equipped with reliable power components, high performance protection schemes, efficient flow monitoring system and reliable communication infrastructures, organized in order to:  manage energy flows;  contribute to voltage regulation;  ensure fast reconfiguration after a failure;  identify and pursue efficiency opportunities.
With smart distribution networks, radial operation of the network could be abandoned with significant benefits. Indeed, with a closed-loop or weakly meshed network, reduction of power losses, improvement of voltage profile, and a greater flexibility with reconfiguration, as well as superior ability to cope with load/generation growth with less need of network upgrades [32] [33] [34] . SDN allows changing between radial and meshed operation enabling exploitation of the advantages of both schemes.
Fault Detection and Reconfiguration Scheme for Smart Distribution Networks
In distribution systems, network automation and protection systems are designed to minimize the number of power interruptions and to limit outage duration. With smart grid enhancement, the Schematic representation of (a) conventional secondary substation, (b) smart secondary substation.
In future distribution networks, secondary substations will be transformed into smart secondary substations (SSS) with a pervasive use of digital communication and intelligent electronic devices (IEDs) to enable local and/or remote sensing and control of substation equipment [28] (Figure 2b ). IEDs, microprocessor-based controllers of power system equipment such as circuit breakers, transformers, and distributed generation, can be used for protection purposes, power quality analysis, network monitoring, energy metering, and so on. Real-time control of each network component is required and the network is equipped with smart meters and communication devices as well as faster protection devices and controls for power flow monitoring, distributed generation management, and network automation [29] . Distribution system operators (DSO) are already developing a significant refurbishment activity of secondary substations with new solutions for technological improvement of MV and low voltage (LV) equipment, MV/LV transformers, protection system, remote control devices and auxiliary components [30, 31] , in order to create SSS. SSS is equipped with reliable power components, high performance protection schemes, efficient flow monitoring system and reliable communication infrastructures, organized in order to:
• manage energy flows; • contribute to voltage regulation; • ensure fast reconfiguration after a failure; • identify and pursue efficiency opportunities.
In distribution systems, network automation and protection systems are designed to minimize the number of power interruptions and to limit outage duration. With smart grid enhancement, the number and outage time of interruptions is expected to be further reduced compared to the current situation.
The operation of circuit breakers is highly time critical since it is necessary to guarantee an instantaneous trigger on breakers to assure an efficient intervention during or after a fault extinction. The implementation of such systems requires a smart grid infrastructure that allows fast location of the fault's area, interruption of the short circuit current, as well as automation systems to reduce outage duration with automatic reconfiguration. It strongly relies on the performance of the communication system. Compared to wired solutions, such as power line carrier (PLC) or Fiber Optics, this paper investigates the use of wireless technologies for smart grid applications. In fact, they may provide communication abilities with lower cost of equipment and installation, quicker deployment, wide access and flexibility [35] .
In this paper, the analyzed communication system was the LTE architecture used in public communication networks. SSS were connected to the communication network through LTE user equipment (UE). A distribution management system (DMS) with supervision/protection/reconfiguration capabilities was also used on the same communication system. Under the proposed protection scheme, each SSS was equipped with two measurement units and IEDs able to detect the direction of the fault currents and communicate with DMS besides the adjacent IEDs. This scheme configured a DMS with decentralized architecture able to provide more flexibility and rapidity of intervention [36, 37] .
Fault management and the strategy in opening the breakers differs according to the network configuration, meshed or radial. Three-phase short circuit faults are the simplest to be identified and handled. If the network is managed in radial configuration and no distributed generation (DG) exists, the fault is fed only from the primary substation. In this case, the nodes that are located downstream the fault will not detect any fault current. This fault condition is unambiguous and enables fast fault localization. When a reclosing branch is installed in the SSS, the IED is alerted for reconfiguring the network in order to minimize the impact of the fault. In case of meshed networks, the operating characteristic of the directional relays for a three-phase short circuit fault can be depicted as shown in Figure 3 . Depending on the phase of the current, it is easy to find the position of the faults analyzing the module and phase of the current. number and outage time of interruptions is expected to be further reduced compared to the current situation.
Fault management and the strategy in opening the breakers differs according to the network configuration, meshed or radial. Three-phase short circuit faults are the simplest to be identified and handled. If the network is managed in radial configuration and no distributed generation (DG) exists, the fault is fed only from the primary substation. In this case, the nodes that are located downstream the fault will not detect any fault current. This fault condition is unambiguous and enables fast fault localization. When a reclosing branch is installed in the SSS, the IED is alerted for reconfiguring the network in order to minimize the impact of the fault. In case of meshed networks, the operating characteristic of the directional relays for a three-phase short circuit fault can be depicted as shown in Figure 3 . Depending on the phase of the current, it is easy to find the position of the faults analyzing the module and phase of the current. In this proposed application, a smart selectivity scheme is assumed for three-phase inextinguishable faults. Those faults, even though, are the less frequent and the most critical in distribution networks. In fact, the resonance grounding (neutral grounded with arc suppression coils-Petersen coil), currently used in many European countries, permits choking the fault current below the level of self-extinction (<35-50 A) by compensating the capacitive fault current of the network. By this action, all transient faults can be cleared without feeder tripping. In this proposed application, a smart selectivity scheme is assumed for three-phase inextinguishable faults. Those faults, even though, are the less frequent and the most critical in distribution networks. In fact, the resonance grounding (neutral grounded with arc suppression coils-Petersen coil), currently used in many European countries, permits choking the fault current below the level of self-extinction (<35-50 A) by compensating the capacitive fault current of the network. By this action, all transient faults can be cleared without feeder tripping.
Considering an example of radial network such as the one represented in Figure 4 , in case of three-phase short circuit located between nodes 4 and 5, the fault current will flow from the feeding high voltage (HV) substation A.
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Considering an example of radial network such as the one represented in Figure 4 , in case of three-phase short circuit located between nodes 4 and 5, the fault current will flow from the feeding high voltage (HV) substation A. In case of fault on branch 4-5 in Figure 3a , the DMS, subsequently to processing information exchanged with the IEDS deployed in SSS, has to:
(1) locate the fault (branch 4-5); (2) open the first circuit breaker upstream the fault (SSS 4) in order to extinguish the fault, providing selectivity ( Figure 3b) ; the load at node 5 is unserved until network reconfiguration is completed. (3) Operate the emergency tie (5 and 6, in order to minimize the out of service area. Opening circuit breaker on node 5, on the side of the fault, guarantees that the second HV/MV substation does not feed the fault, and the fault is cleaned (Figure 3c ). (4) Operate closing of circuit breaker on node 6 permits the reconfiguration of the network and restoring the service to the load at node 5.
In case of fault, when the fault current exceeds the threshold, the IEDs of SSS are activated and send the measured current (module and phase) to the neighboring IEDs positioned in the adjacent In case of fault on branch 4-5 in Figure 3a , the DMS, subsequently to processing information exchanged with the IED S deployed in SSS, has to:
In case of fault, when the fault current exceeds the threshold, the IEDs of SSS are activated and send the measured current (module and phase) to the neighboring IEDs positioned in the adjacent SSS ( Figure 5 ) in order to provide a fast localization of the fault.
Each IED that measures the outbound short circuit current will provide a message, e.g., a Generic Object Oriented Substation Event (GOOSE) message using IEC 61850 standard protocol, of the recognized fault to the DMS, and another message to adjacent IEDs. The IED receives a waiting signal from opening the corresponding circuit breaker (CB), the selectivity is obtained and the location of the fault is reached where the IED downstream the fault does not receive any waiting message. After that, the DMS has to communicate with peripheral units sequentially to perform the following actions: a.
opening the CB (e.g., the outbound CB of the SSS4 in Figure 5 ) at the SSS upstream the fault; b.
opening the CB (e.g., the inbound CB of the SS5 in Figure 5 ) at the SSS downstream the fault; c.
closing of CB that permits the reconfiguration of the network. recognized fault to the DMS, and another message to adjacent IEDs. The IED receives a waiting signal from opening the corresponding circuit breaker (CB), the selectivity is obtained and the location of the fault is reached where the IED downstream the fault does not receive any waiting message. After that, the DMS has to communicate with peripheral units sequentially to perform the following actions:
a. opening the CB (e.g., the outbound CB of the SSS4 in Figure 5 ) at the SSS upstream the fault; b. opening the CB (e.g., the inbound CB of the SS5 in Figure 5 ) at the SSS downstream the fault; c. closing of CB that permits the reconfiguration of the network. In case of meshed (closed loop) network as the one represented in Figure 6 , when a short circuit fault occurs between nodes 4 and 5, the fault current flows from both HV/MV substations A and B. In case of meshed (closed loop) network as the one represented in Figure 6 , when a short circuit fault occurs between nodes 4 and 5, the fault current flows from both HV/MV substations A and B. In case of meshed (closed loop) network as the one represented in Figure 6 , when a short circuit fault occurs between nodes 4 and 5, the fault current flows from both HV/MV substations A and B. In this case, each IED that measures the outbound short circuit current from the SSS provides a message of the recognized fault to the DMS, and another message to adjacent IEDs. Itself, it receives a wait signal from opening the corresponding CB, and the location of the fault is reached when two adjacent IEDs register currents with opposed phases. After that, the IEDs send the message to DMS to order the opening of the two CBs (e.g., the outbound CB of the SSS 4 and the inbound CB of SSS 5 in Figure 7 ) on both sides upstream the fault. In this case, each IED that measures the outbound short circuit current from the SSS provides a message of the recognized fault to the DMS, and another message to adjacent IEDs. Itself, it receives a wait signal from opening the corresponding CB, and the location of the fault is reached when two adjacent IEDs register currents with opposed phases. After that, the IEDs send the message to DMS to order the opening of the two CBs (e.g., the outbound CB of the SSS 4 and the inbound CB of SSS 5 in Figure 7 ) on both sides upstream the fault. 
LTE Communication Technology for Smart Grid Operation
The smart grid concept requires flexible communication architecture that allows power network devices such as sensors, smart meters, IEDs, and protection relays to exchange data in order to achieve an efficient operation of the electrical distribution system. A wide range of communication technologies, both wired and wireless, is nowadays available for building the communication infrastructure supporting smart grid data exchange. Peculiar features characterize each technology, for example data rate, coverage, installation and maintenance costs, reliability, exposure to cyber 
The smart grid concept requires flexible communication architecture that allows power network devices such as sensors, smart meters, IEDs, and protection relays to exchange data in order to achieve an efficient operation of the electrical distribution system. A wide range of communication technologies, both wired and wireless, is nowadays available for building the communication infrastructure supporting smart grid data exchange. Peculiar features characterize each technology, for example data rate, coverage, installation and maintenance costs, reliability, exposure to cyber attacks, etc. Choosing appropriate technology is therefore crucial. Wireless technologies appear as key candidates in building the Smart Grid communications network due to their low installation costs and ease of deployment. Spreading of mobile telecommunication devices has stimulated a committed research over existing communication technologies. GSM, GPRS, EDGE, UMTS are part of a continuous evolution that has led to LTE, which represents one of the fourth-generation mobile technologies (4G Currently, LTE is the technology that most efficiently meets all these requirements permitting broad coverage, high throughput, D2D capability, and the more recent LTE-Advanced release (LTE-A) provides the users with performances that are comparable with wired DSL technology [4, 5] . Finally, the main features that enable LTE for supporting Smart Grid communication are [4] :
• Use of licensed bands: Even though the use of licensed bands alone does not grant or prevent cyber attacks, the communication network is robust against cyber attacks and possible stealing of confidential data and permits a better handing of interferences if compared with technologies that operate on license-free bands.
•
Mature and ubiquitous coverage: The communication network span over vast areas, thus permits to integrate even remote endpoints to the main power grid.
High performance: High data rate, low latency, and high system reliability enable critical automation tasks within the distribution grid that are often associated with demanding QoS requirements, such as severe time constraints.
• Third-party operation: It relieves DSOs from having to run and maintain a dedicated communication infrastructure.
For the abovementioned reasons, smart-grid operation considering the 4G LTE communication system, assuming to use the existing public mobile communication system has been chosen.
Case Study, Results and Discussion
The objective of this study is to analyze the performances of LTE as a communication carrier for supporting data communication required for FLISR in smart distribution networks, permitting fault location, isolation and service restoration in an acceptable time. In Italy, for example, the regulation of distribution systems includes output-based incentives to DSOs related to the quality of service, and, in particular, short interruptions from 1 s up to 3 min [39] can be subject to penalties or incentives. The DSO then, in order to avoid a worsening of its power quality indices, has to limit the maximum interruption time to under 1 s during faults; for this reason, it needs tools for assessment of communication technologies for smart grids applications like the one presented in this paper.
The proposed FLISR was tested on a real distribution network formed by five feeders, supplied by a HV/MV primary substation, and interconnected with emergency ties that can be used for changing the network reconfiguration. The network under study extended for about 10 km and supplied, through 46 secondary substations, a mix of residential and commercial loads in an urban scenario (Figure 8a ). The area was assumed being served by LTE public mobile network, and the distribution of towers/antennas (e.g., eNB nodes in Figure 8b ) followed realistic georeferenced data. In Table 1 , the major simulation parameters used for the LTE network are reported. A three-phase permanent fault was assumed in branch 8-9, the fault was detected by the protection system of the network and then, the network could be reconfigured for permitting DSO crews to repair the fault. For the sake of simplicity, but without loss of generality, the simulations shown in the following examples did not consider full implementation of IEC 61850 data model and parameters in IEDs and DMS simulated [28] . For the sake of simplicity, but without loss of generality, the simulations shown in the following examples did not consider full implementation of IEC 61850 data model and parameters in IEDs and DMS simulated [28] .
Radial Network Operation
In the radial operation of the network, the emergency tie between nodes 11 and 33 in Figure 8 was normally open. The co-simulation platform permitted simulating the detection and clearing of the fault condition, as well as the procedure for reconfiguring the network by closing the emergency for minimization of the network area out of service. This case study was of interest, for instance, for DSOs interested to know how much time was necessary to reconfigure the distribution network using LTE communication systems in a smart grid scenario.
The transient caused by a fault is shown in Figure 9 . At node 8, after 164 ms from the fault, the IED triggered for opening the breaker, and extinguishing the fault current. The mechanical opening of the breaker was simulated by a time delay, which was randomly extracted from a Gaussian distribution (with mean of 0.2 s and standard deviation of 0.05 s) and the fault was extinguished after 330 ms. A message to the adjacent SSS (node 9) was sent for opening the switch and isolating the faulted network section. The node 11 waited for confirmation of the circuit breaker 9 opening that, due to the mechanical delay in the CB, arrived with a feedback packet at 464 ms. Afterwards, the DMS sent a message to IEDs at nodes 11 and 33 for closing the terminals of the emergency tie. The voltage profile at node 11 showed that the network was reconfigured after 748 ms. 
Meshed Network Operation
The second case analyzed considered a closed loop network operation. This means that the network was operated with switches at substations 8 and 9 normally closed, and the short circuit was fed by two sides. Figure 10 shows the voltage at node 8, and the current that flowed in the branch between nodes 8 and 9. At 31 ms the overcurrent caused by the short circuit was detected by the IED in the SSS at node 8 that sent a message with current and phase measurement to the neighbors (see Tables 2 and 
The second case analyzed considered a closed loop network operation. This means that the network was operated with switches at substations 8 and 9 normally closed, and the short circuit was fed by two sides. Figure 10 shows the voltage at node 8, and the current that flowed in the branch between nodes 8 and 9. At 31 ms the overcurrent caused by the short circuit was detected by the IED in the SSS at node 8 that sent a message with current and phase measurement to the neighbors (see Tables 2 and 3 ). At 56 ms, the substation 64 received the message from SSS at node 61, at 57 ms it received the message from SSS in node 67. 
Backgroud Traffic Analysis
The simulations were executed in a more realistic situation considering the same network but different background conditions, in order to verify the LTE performances when a number of user are contemporarily connected to the same communication network. The first case considered a variable number of generic Mobile Broadband Users that were contemporarily active in the LTE network The DMS performed a phase comparison between the local measurements received allowing locating the fault. Opening of the two CB was completed in 377 ms. The communication took 27 ms, and 350 ms of mechanical delay was also considered. The network was reconfigured after 407 ms.
The simulations were executed in a more realistic situation considering the same network but different background conditions, in order to verify the LTE performances when a number of user are contemporarily connected to the same communication network. The first case considered a variable number of generic Mobile Broadband Users that were contemporarily active in the LTE network (MBBU). Several cases were considered with 0 (ideal case), to 50 MBBU per cell. Figure 11 shows the performances in terms of packet delivery ratios and coverage with variable active users per cell for typical LTE usage in a dense urban scenario with optimal exploitation of LTE network [40] . Overcharging the LTE network caused reduction in coverage that decreases to 90%, and a slight increase of the transmission delay of the packets. The coverage further decreased with more than 30 users per cell, what showed the congestion of the network and poor performances of the User Datagram Protocol (UDP) protocol in terms of packet loss. It has to be underlined that the low latency and packet drop could be obtained with an efficient planning of communication system cells [41] .
Finally, in Figure 12 , the performances variation of LTE in terms of delay and throughput are reported with a variable number of background traffic due to contemporary served MBBU. The delay increased on average from 28 ms up to 45 ms (with a maximum value observed during the repetitions of the scenario of 67 ms) in the scenario with 10 MBBU per cell. In the scenarios with more than 20 MBBU per cell the delay did not grow and was asymptotically held below 45 ms. This behavior was due to the congestion of LTE network over 20 
Conclusions
The implementation of an automatic fast reconfiguration scheme of the electric distribution network strongly relies on the performance of the communication system. Compared to wired dedicated solutions, such as PLC or Fiber Optics, public wireless technologies offer an easier implementation of a communication link among IEDs at lower costs, but the doubt on their performance degradation due to the sharing with other users retards their exploitation. In this paper, the LTE communication technology has been tested with different traffic background conditions on a realistic case study using a co-simulation tool. According to the first results presented in this paper, LTE was technically able to start the intervention of protection devices in less than 100 ms, and showed to be adequate for FLISR applications related to Smart Grid implementation.
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